Standard Operating Procedure

Preventive maintenance will be performed on all D.C. Switchboard batteries on a regular basis.

**Purpose**

To ensure batteries are in good condition for proper switching.

**Procedure**

Monthly:
1. Visually inspect.
2. Take hydrometer reading.
3. Clean as needed.