Standard Operating Procedure

Extension cords in the surgical area will be inspected on a regular basis.

Purpose

To ensure electrical integrity of surgical extension cords.

Procedure

Monthly:

1. Visually inspect.
2. Perform voltage test and record.
3. Submit all recordings and report any unusual conditions to the Electrical Manager.